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Abstract
The task of risk-oriented management of the electric power system in conditions of multi-criteria choice is considered. To 
determine the most effective measures, the implementation of which will reduce the magnitude of the risk of an emergency situation, 
multi-criteria analysis methods are applied. A comparative analysis of the multi-criteria alternative (ELECTRE) ranking method 
based on utility theory and the Pareto method, which defines a subset of non-dominant alternatives, is carried out. The Pareto method 
uses in its algorithm only qualitative characteristics of the advantage and allows only to distinguish a group of competitive solutions 
with the same degrees of non-dominance. Given the large number of evaluation criteria, the Pareto method is ineffective because the 
resulting subset of activities is in the field of effective trade-offs, when no element of the set of measures can be improved without 
degrading at least one of the other elements. The ELECTRE method is a pairwise comparison of multi-criteria alternatives based on 
utility theory. This method allows to identify a subset of the most effective activities. The number of elements of the resultant subset 
is regulated by taking into account the coefficients of importance of optimization criteria and expert preferences.
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1. Introduction
In recent years, Ukraine’s electric power system (EPS) has been operating in extremely 
tense regimes, which is a consequence of the deterioration of its equipment, low rates of its replace-
ment and modernization, violation of a number of interconnections, etc. In such conditions, it is 
important to organize the EPS optimal management, which should include:
1) management of the EPS regime taking into account the actual technical condition of the 
equipment;
2) equipment modernization taking into account the structural, regime and technical reli-
ability of the EPS;
3) optimal allocation of available resources and resources to ensure maximum reliability of 
the EPS operation;
4) planning the EPS development as a multi-criteria decision-making task.
Studies of modern world approaches to the organization of effective and reliable EPS man-
agement show significant prospects for using risk-based management, the main quantitative char-
acteristic of which is risk [1]. The risk is a product of the probability of the occurrence of an acci-
dent and its consequences [2] and is a quantitative characteristic of the EPS reliability over a time 
interval. By the magnitude of the risk, the expert either makes a decision about its admissibility in 
the time interval under consideration, or whether it is expedient to reduce it. To reduce the magni-
tude of the risk of an EPS emergency, it is necessary to use the measures that are most effectively 
chosen as one of the main objectives of the EPS preventive management [1].
2. Literature review
In [3] the approach to complex application of risk management in distribution networks 
is presented. The results of the evaluation of the operation of the distribution network equipment 
and their application in the aging models of the equipment are provided to obtain a forecast of 
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the reliability of the operation of the EEC, depending on the chosen risk management strategy. In 
[4, 5] approaches have been developed to predict the reliability of the EPS operation with a large 
number of renewable energy sources per day in terms of the absence of overloads of its elements. 
Risk assessment is carried out under conditions of a large number of uncertainties. In [6, 7], the 
fuzzy-statistical approach to determining the risk of an accident in the EPS is presented, according 
to which the risk is determined in conditions of incompleteness of the initial information taking 
into account the state of the equipment.
In [1], a method of weak optimality is used to determine the most appropriate preventive 
measure for reducing the risk of an accident in the electric power system under multi-criteria choice 
conditions. The importance of selection criteria is determined by agreeing expert judgments on the 
Saaty pair-wise comparison method.
The main disadvantage of the proposed approach is that the optimal solution, which is chosen 
on the basis of the Pareto multi-criteria method, should always be in the field of effective trade-offs, 
when no element of the solution set can be improved without worsening at least one of the other ele-
ments [8]. This can lead to ambiguity in determining the best measure by assigning the same degrees 
of non-dominance to several activities, especially when a large number of alternatives are considered.
In powerful, ramified EPS, if necessary to reduce the risk of an emergency situation, the 
number of possible measures is significant. The Pareto method uses in its algorithm only qualitative 
characteristics of the advantage and allows only to distinguish a group of competitive solutions 
with the same degrees of non-dominance. Thus, it is necessary to use other approaches to deter-
mine the most effective solution among the competitive ones.
3. Materials and methods
Let’s consider the EPS in which risk assessment of an emergency situation is made with a 
probability-statistical approach [1, 6, 9]. The result obtained by the experts recognizes that it re-
quires a reduction in the EPS reliable operation. There are many measures А={А1, А2, …, Аn} to 
reduce the risk.
There are a number of criteria А={А1, А2, …, Аn} that assess the effectiveness of the pro-
posed risk reduction measures. The main quantitative characteristic of each criterion is its weight-
ing factor of importance. The sum of the weighting coefficients of the importance of all criteria is 1.
A significant number of possible measures and criteria for assessing their effectiveness de-
termine the task of reducing risk in the EPS as a multi-criteria optimization problem. This task is 
difficult to solve using deterministic optimization methods for the following reasons:
– a large number of activities and criteria for their effectiveness;
– measures are not alternative, that is, a combination of several measures is possible to 
achieve the greatest effect.
In such conditions, it is advisable to apply fuzzy optimization methods that allow to identify 
a subset of competitive activities. According to the theory of decision making [10, 11], the task is 
related to the group of problems in which it is required to determine the best alternative or group 
of competitive alternatives, provided that each of the n alternatives has a quantitative estimate for 
each of the m criteria. One of the methods that best suits this type of task is the method of ranking 
multi-criteria alternatives [10, 12, 13].
The method of ranking multi-criteria alternatives. The ELECTRE method (Elimination 
Et Choix Traduisant la Realitie) is a method of pair-wise comparison of multi-criteria alternatives 
based on utility theory. In this method, the quantitative value of the quality indicator of each of the 
alternatives is not determined, but the condition for the superiority of one alternative over another 
is established [10, 14]. When evaluating the advantages of one alternative over another, the weight 
of the criteria is taken into account.
To use this method, it is necessary the following input data:
1) a list of criteria С1…Сn;
2) a list of alternatives A1…Am;
3) quantitative estimates of alternatives according to the criteria а11…аij...аmn;
4) the weighting coefficients of the importance of the criteria w1…wn.
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Based on the quantitative estimates of the two alternatives (Ai, Aj; i, j=1,…,m; i≠j) the quan-
titative values of the two criteria are determined: agreement and disagreement. These indices de-
termine agreement and disagreement with the hypothesis that the alternative Ai is dominated by 
the alternative Aj.
Experts set the values of the criteria of agreement and disagreement with which the index-
es for each pair of alternatives are calculated. If the agreement index is higher than the specified 
value, and the disagreement index is lower, then one of the alternatives is dominated by the other, 
which should be excluded from the set of alternatives. Alternatives to the remaining form the 
first “core”.
The values of the criteria of agreement and disagreement vary (the size of the consent cri-
terion is smaller and the value of the disagreement criterion is larger in size), for which “cores” 
are distinguished with fewer alternatives. The last “core” includes the best alternatives. Their 
sequence determines the orderliness of alternatives in quality. The algorithm of the method is as 
follows [11, 14]:
1) A hypothesis is advanced about the advantages of alternative A and over alternative Aj. 
The set C consisting of n criteria is divided into three subsets:
– С+ – a subset of criteria for which A and is better than Aj;
– С= – a subset of criteria for which A and Aj are equivalent;
– С – a subset of criteria for which A and worse than Aj.
2) The agreement index is formed with the hypothesis of the advantages of alternative A and 
over alternative Aj as the ratio of the sums of the weight coefficients of the criteria for subsets С
+ 
and С= to the total sum of the weighting coefficients:
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where k kj il ,l  – the estimates of the alternatives Aі and Aj for the k-th criterion, is the length of the 
scale of the k-th criterion.
4) A matrix of agreement indices with the put forward hypothesis is formed.
5) A matrix of disagreement indices with the put forward hypothesis is formed.
6) The experts determine the limiting values of the agreement and disagreement indices be-
tween Вlim1 and Dlim1. For each pair of alternatives, the indexes are compared with the limit values. 
If the conditions are simultaneously fulfilled ij cr1B B≥  ij cr1D D :≤ : then the alternative Ai dominates 
over the alternative Aj. Since the values of both indices are within [0; 1], for their determination, it 
is advisable for experts to apply the standard marks of the Harrington scale [15–17].
7) The alternative Aj is excluded from the “core”.
8) The requirements for the advantages of alternatives are relaxed: the agreement consent 
value is reduced to the value of Вlim2 and the limit value of the disagreement index is increased to 
the value of Dlim2. The new limit values of indices are also determined by the expert.
9) By comparing the agreement and disagreement indices, a second “core” of non-dominant 
alternatives is formed at the second iteration. The final number of iterations and, as a consequence, 
the number of alternatives in the “core” of the last iteration is determined by the expert (analyst).
A simpler method of eliminating uncompetitive options, which does not require a large 
number of calculations, is the Pareto method of weak optimality. The optimal solution, chosen on 
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the basis of a multi-criteria approach, should always be in the field of effective trade-offs, when no 
element of the set can be improved without deterioration of at least one of the other elements [15].
The algorithm of the Pareto method. The alternatives form the common set of admissi-
ble solutions {A}={A1, A2, ..., An}. Each activity is described by the quantitative characteristics 
а11…аij...аmn for all m criteria.
The definition of the set of Pareto-effective solutions is performed according to the algo-
rithm for constructing Pareto-optimal vectors [13, 14].
In accordance with the general solution of multi-criteria problems, the set of admissible 
solutions over the general set D is narrowed to the set of Pareto-efficient solutions ED . The algo-
rithm is constructed in such a way that the desired set of Pareto-optimal vectors is obtained from Y 
by successively removing in advance non-optimal vectors:
Step 1. Let P(Y) Y,=  i=1, j=2. This forms the so-called current set of Pareto-optimal vec-
tors, which coincides with the set Y in the beginning of the algorithm, and in the end – the required 
set of Pareto-optimal vectors.
Step 2. Check the inequality i jy y .≥  If it is true, go to step 3. Otherwise, go to step 5.
Step 3. Remove the vector jy from the current set of vectorsP(Y), since it is not Pareto- 
optimal.
Step 4. Verify the fulfillment of the inequality j N< . If it does, then let j j 1= +  and return 
to step 2. Otherwise, go to step 7.
Step 5. Check the validity of the inequality j iy y .≥  If it is true, go to step 6. Otherwise, go 
back to step 4.
Step 6. Remove the vector iy  from the current set of vectorsP(Y).
Step 7. Check the fulfillment of the inequality j N 1< − . If this inequality is true, we must 
successively let i i 1= + , and then j i 1= + . After this, it is necessary to return to step 2. Otherwise 
(when j N 1> − ) – finish the calculations.
The choice of the optimal solution or the narrowing of the set of solutions is carried out tak-
ing into account the advantages of decision-makers. In the case of a large number of optimization 
criteria for achieving the qualitative fulfillment of the requirements presented in steps 2 and 5, it is 
unlikely, by all criteria.
The drawback of the Pareto method is that it replaces the quantitative advantages of a qual-
itative relationship (“better”, “worse”, “equal”). As a consequence, the Pareto method can’t deter-
mine the most effective solution among the competitive ones.
To assess the effectiveness of the selected methods (ELECTRE and Pareto) in the task of 
forming a subset of priority measures to reduce the risk of an accident in the EPS, their comparative 
analysis is carried put.
4. Experiments
In the test 14-node EPS scheme (Fig. 1), risk assessment of a violation of dynamic stability 
by the probability-statistical approach presented in [1, 6, 9] is performed.
The voltage in the balancing node No. 101 changes in the range [0.95; 1.05] Unom. The capac-
ities in load nodes vary in the following ranges:
– No. 4 P∈[860; 1060] MW, Q∈[450; 550] MVar;
– No. 6: P∈[540; 660] MW, Q∈[180; 220] MVar;
– No. 100: P∈[585; 715] MW, Q∈[380; 470] MVar;
– No. 202: P∈[900; 1100] MW, Q∈[580; 720] MVar.
The active powers in the generation nodes are assumed to be unchanged and equal:
– No. 1: P=400 MW;
– No. 3: P=400 MW;
– No. 7: P=0 MW (synchronous compensator);
– No. 201: Р=1200 MW;
– No. 203: Р=1200 MW.
The voltage in the generation nodes is maintained unchanged by means of automatic exci-
tation controllers of strong action at the level of 1.05 Unom.
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Fig. 1. 14-node EPS scheme
In this scheme, as a result of the probabilistic-statistical simulation, the risk of violation of 
dynamic stability R=0,29, which is recognized by experts requiring reduction, is obtained. A lot А 
of 10 possible measures to reduce the risk of disturbance of dynamic stability are determined and 
their characteristics are given (Table 1).
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Table 1
A number of measures to reduce the risk of violation of dynamic stability in the EPS scheme
No. Measure Risk R, c.u.
Capital  
investment C  
(Cb=250 million)
Realization  
time Tr  
(Trb=24 month)
Operation time 
Te (Tеb=50 years)
million 
UAH c.u. months c.u. year c.u.
А1 Installation of the SVS device in nodes 8 and 200 0.15 182 0.728 4 0.167 20 0.4
А2
Installing the the UFPC device in  
the L100-101 branch 0.21 145 0.58 3 0.125 20 0.4
А3 Construction of a power line parallel to L5-8 0.2 100 0.4 10 0.417 40 0.8
А4 Construction of a power line parallel to L8-200 0.16 140 0.56 12 0.5 40 0.8
А5 Construction of a power line parallel to L100-202 0.2 68 0.272 8 0.333 50 1
А6 Replacement of transformer T5-6 0.23 96 0.384 3 0.125 25 0.5
А7 Replacement of transformer T2-4 0.24 123 0.492 3 0.125 25 0.5
А8
Installation of an electric braking device for a 
turbogenerator in node 203 when a 500 kV  
transmission line is disconnected
0.19 25 0.1 1 0.042 12 0.24
А9
Installation of a device for electric unloading of 
the hydro-generator in node 1 when switching off 
the 500 kV transmission line
0.15 32 0.128 1 0.042 12 0.24
А10 Connecting the turbogenerator in node 3 0.12 215 0.86 24 1 30 0.6
The effectiveness of each activity is assessed according to four criteria:
– С1: reduction of the risk of violation of the EPS dynamic stability in the implementation 
of the event;
– С2: investment in the implementation of the event;
– С3: the period of the implementation of the event;
– С4: the term of equipment operation, which realize the event.
The weight coefficients of the importance of the criteria are determined by the Saati method 
[18, 19]. To do this, the expert determines the domination of the criteria over each other:
– С2 dominates over С1with intensity c21=2 (very weak advantage);
– С1 dominates over С3 with intensity c13=7 (clear advantage);
– С3 dominates over С2 with intensity c32=4 (significant advantage);
– С1 dominates over С4 with intensity c14=5 (significant advantage);
– С4 dominates over С2 with intensity c42=3 (weak advantage);
– С4 dominates over С3 with intensity c43=6 (strong advantage).
By the obtained relations, a matrix of paired comparisons is computed [20]:
                                         
1 1/ 2 7 5
2 1 1/ 4 1/ 3
A .
1/ 7 4 1 1/ 6
1/ 5 3 6 1
   
=    
   (3)
The eigenvalues of the matrix are defined:
                            
1 1/ 2 7 5
2 1 1/ 4 1/ 3
det A E det 0.
1/ 7 4 1 1/ 6
1/ 5 3 6 1
− λ  
− λ 
− λ = = 
− λ 
− λ 
  (4)
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This equation has four roots:
                            1 1,487;λ = −  2,3 0,56 j3,905;λ = − ±  4 6,607.λ =   (5)
The eigenvalue of the matrix is the largest real positive root 4 6,607λ =  under the substitu-
tion of which into the system of equations and the replacement of the last equation by the normal-
ization condition 
4
i
i 1
1,
=
ω =∑  
a system of equations is formed for determining the weight coefficients of the importance of the 
optimization criteria:
                                  
1 2 3 4
1 2 3 4
1 2 3 4
1 2 3 4
5,607 0,5 7 5 0;
2 5,607 0,25 0,333 0;
0,143 4 5,607 0,167 0;
1.
− ω + ω + ω + ω =
ω − ω + ω + ω =
ω + ω − ω + ω =ω + ω + ω + ω =
  (6)
The solution of the resulting system of equations is the vector of the weight coefficients of 
the optimization criteria:
                                                     
1
2
3
4
0,425
0,173
.
0,142
0,26
ω      ω   
=   ω   
ω   
    
(7) 
According to the algorithm of the ELECTRE method, let’s define the compliance indi-
ces with the hypothesis of the advantages of alternative Aj over the alternative Aj for і=1,…,10; 
j=1,…,10; i≠j. Since the weighting coefficients ω  are normalizable, the values of the indices B can 
be obtained from the simplified expression:
ij i
i C ,C ,
В .
+ =∈
= ω∑
1) i=1, j=2. Advantages of the criteria for alternatives: 
                                 (R1<R2) TA (C1>C2) ТА (Tr1>Tr2) ТА (Te1=Te2).  (8)
The subset С+ is the criterion C1. The subset С
+ is the criterion C4.
                                     12 1 4В 0,425 0,26 0,685.= ω + ω = + =    (9)
2) i=1, j=3. Advantages of the criteria for alternatives: 
                               (R1<R3) TA (C1>C3) ТА (Tr1<Tr3) ТА (Te1<Te3).  (10)
The subset С+ is the criteria С1 and С3. The subset С
= is empty.
                                     13 1 3В 0,425 0,142 0,567.= ω + ω = + =    (11)
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90) i=10, j=9. Advantages of the criteria for alternatives:
                              (R10<R9) TA (C10 >C9) ТА (Tr10 >Tr9) ТА (Te10>Te9). (12)
The subset С+ is the criteria С1 and С4. The subset С
= is empty.
                                      109 1 4В 0,425 0,26 0,685.= ω + ω = + =   (13)
Based on the obtained results, let’s form the matrix of compliance indices with the hypoth-
esis of the advantage of the i-th element over the j-th (Table 2).
Table 2
The matrix of agreement indices for 10 alternatives
В А1 А2 А3 А4 А5 А6 А7 А8 А9 А10
А1 * 0.685 0.567 0.567 0.567 0.425 0.425 0.675 0.685 0.315
А2 0.575 * 0.142 0.142 0.142 0.567 0.567 0.26 0.26 0.315
А3 0.433 0.858 * 0.575 0.425 0.685 0.858 0.26 0.26 0.575
А4 0.433 0.858 0.685 * 0.425 0.685 0.685 0.685 0.26 0.575
А5 0.433 0.858 1 0.575 * 0.858 0.858 0.26 0.26 0.575
А6 0.575 0.575 0.315 0.315 0.142 * 1 0.26 0.26 0.315
А7 0.575 0.575 0.142 0.315 0.142 0.402 * 0.26 0.26 0.315
А8 0.315 0.74 0.74 0.315 0.74 0.74 0.74 * 0.575 0.315
А9 0.74 0.74 0.74 0.74 0.74 0.74 0.74 0.827 * 0.315
А10 0.685 0.685 0.425 0.425 0.425 0.685 0.685 0.685 0.685 *
Let’s form the disagreement index with the hypothesis of the advantages of alternative Aj 
over alternative Aj. For this, let’s determine the lengths of the scales of the criteria С1,…,С4 in con-
ditional units according to the data in Table 1:
                                      
1
max minL R R 0,24 0,12 0,12;= − = − =    (14)
                                       
2
max minL C C 0,86 0,1 0,76;= − = − =   (15)
                                     
3
Rmax RminL T T 1 0,042 0,958;= − = − =  (16)
                                       
4
Emax EminL T T 1 0,24 0,76.= − = − =   (17)
1) i=1, j=2. The subset C-are the criteria C2 and C3.
                              
2 2 3 3
2 1 2 1
12 2 3
l l l l
D max ;
L L
0,58 0,728 0,125 0,167
max ; 0,195.
0,76 0,958
 
− − 
= =   
 
− − 
= =   
 (18)
2) i=1, j=3. The subset C-are the criteria C2 and C4.
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2 2 4 4
3 1 3 1
13 2 4
l l l l
D max ;
L L
0,4 0,728 0,8 0,4
max ; 0,526.
0,76 0,76
 
− − 
= =   
 
− − 
= =   
 (19)
90) i=10, j=9. The subset C-are the criteria C2 and C3.
                                      
2 2 3 3
9 10 9 10
109 2 3
l l l l
D max ;
L L
0,128 0,86 0,042 1
max ; 1.
0,76 0,958
 
− − 
= =   
 
− − 
= =   
 (20)
Based on the obtained results, let’s form the matrix of disagreement indices with the hypoth-
esis of the advantage of the i-th element over the j-th (Table 3).
Table 3
The matrix of disagreement indices for 10 alternatives
D А1 А2 А3 А4 А5 А6 А7 А8 А9 А10
А1 * 0.195 0.526 0.526 0.789 0.453 0.311 0.826 0.789 0.263
А2 0.5 * 0.526 0.526 0.789 0.258 0.132 0.632 0.595 0.75
А3 0.412 0.305 * 0.333 0.263 0.305 0.305 0.737 0.417 0.667
А4 0.348 0.391 0.321 * 0.379 0.391 0.391 0.605 0.529 0.333
А5 0.417 0.217 0 0.333 * 0.217 0.217 0.304 0.417 0.667
А6 0.667 0.167 0.395 0.583 0.658 * 0 0.374 0.667 0.917
А7 0.75 0.25 0.395 0.667 0.658 0.142 * 0.516 0.75 1
А8 0.333 0.211 0.737 0.737 1 0.342 0.342 * 0.333 0.583
А9 0.211 0.211 0.737 0.737 1 0.342 0.342 0.037 * 0.583
А10 0.87 0.913 0.609 0.522 0.774 0.913 0.913 1 1 *
Let’s determine the limiting values of the indices of agreement and disagreement between 
Вlim1 and Dlim1 using the Harrington interval scale:
1) the agreement index, according to the expert’s opinion, is determined at the intervals 
“High” [0.64; 0.8) and “Very high” [0.8; 1]. Thus, the limit agreement index cr1B 0.64;=
2) the disagreement index, according to the expert’s opinion, is determined at the intervals 
“Low” (0.2, 0.36) and “low” [0; 0.2] .Thus, the limiting index of disagreement cr1D 0.36.=
Let’s determine the dominance of alternatives one over another on the basis of indices of 
agreement and disagreement:
1) i=1, j=2. 12 cr1B 0,685 B 0,64= ≥ =  – the inequality is satisfied;
12 cr1D 0,195 D 0,36= ≤ =  – the inequality is satisfied.
Alternative А1 dominates over alternative А2. Alternative А2. is excluded from the “core”.
14) i=3, j=7. 37 cr1B 0,858 B 0,64= ≥ =  – the inequality is satisfied;
37 cr1D 0,305 D 0,36= ≤ =  – the inequality is satisfied.
Alternative А3 dominates over alternative А7. Alternative А7 is excluded from the “core”.
19) i=4, j=3. 43 cr1B 0,685 B 0,64= ≥ =  – the inequality is satisfied;
43 cr1D 0,321 D 0,36= ≤ =  – the inequality is satisfied.
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Alternative А4 dominates over alternative А3. Alternative А3 is excluded from the “core”.
34) i=9, j=1. 91 cr1B 0,74 B 0,64= ≥ =  – the inequality is satisfied;
91 cr1D 0,211 D 0,36= ≤ =  – the inequality is satisfied
Alternative A9 dominates the alternative A1. Alternative A1 is excluded from the “core”.
37) 91 cr1D 0,211 D 0,36= ≤ = . – the inequality is satisfied;
98 cr1D 0,037 D 0,36= ≤ =  – the inequality is satisfied;
Alternative A9 dominates over alternative A8. Alternative A8 is excluded from the “core”.
Thus, the first “core” contains four alternatives: А4, А5, А9, А10. To form the second “core”, 
we form the matrices of the agreement and disagreement indices with the hypothesis of the advan-
tage of the i-th element over the j-th (Table 4, 5).
Table 4
Matrix of agreement indices for 4 alternatives
В А4 А5 А9 А10
А4 * 0.425 0.26 0.575
А5 0.575 * 0.26 0.575
А9 0.74 0.74 * 0.315
А10 0.425 0.425 0.685 *
Table 5
Matrix of disagreement indices for 4 alternatives
D А4 А5 А9 А10
А4 * 0.379 0.529 0.333
А5 0.333 * 0.417 0.667
А9 0.737 1 * 0.583
А10 0.522 0.774 1 *
Let’s determine the weakened limiting values of the indices of agreement and disagreement 
of Вlin1 and Dlim1for the formation of the second “core” using the Harrington interval scale:
1) the agreement index, according to the expert’s opinion, is determined on the intervals 
“Medium” [0.36; 0.64), “High” [0.64; 0.8) and “Very high” [0.8; 1]. Thus, the limit agreement 
index cr1B 0,36;=
2) he disagreement index, according to the expert’s opinion, is determined at the inter-
vals “Medium” (0.36, 0.64), “Low” (0.2, 0.36) and “low” [0; 0.2]. Thus, the limit disagreement 
index cr1D 0,64.=
Let’s determine the dominance of alternatives one over another on the basis of agreement 
and disagreement indices:
1) i=4, j=5. 45 cr1B 0,425 B 0,36= ≥ =  – the inequality is satisfied;
45 cr1D 0,379 D 0,64= ≤ =  – the inequality is satisfied.
Alternative A4 dominates over alternative A5. Alternative A5 is excluded from the “core”.
3) 45 cr1D 0,379 D 0,64= ≤ =  – the inequality is satisfied;
410 cr1D 0,333 D 0,64= ≤ =  – the inequality is satisfied.
Alternative A4 dominates the alternative of A10. Alternative A10 is excluded from the “core”.
The second “core” contains two alternatives: A4, A9. The expert determines the “core” of 
optimal solutions, obtained at the second iteration, as the final set of effective measures and stops 
the calculations.
Thus, a subset of the most effective measures to reduce the risk of violation of dynamic 
stability in the EPS test scheme contains two activities:
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– А4 – Construction of a power line parallel to L8-200;
– A9 – Installation of a device for electric unloading of the hydrogenerator in node 1 when 
the 500 kV transmission line is disconnected.
From the above example, it is obvious that the disadvantage of the ELECTRE method is a 
large number of calculations, which grows in quadratic dependence with an increase in the number 
of alternatives. For comparison, let’s try to determine a subset of the best solutions using the Pareto 
method, which takes into account only the qualitative advantages of the activities. The condition 
for the qualitative superiority of the i-th sunset over the j-th is as follows: 
                              {(Ri≤Rj) TA (Ci≤Cj) ТА (Tri≤Trj) ТА (Tei≥Tej)}.  (21)
Let’s form the set Аe according to the reduced algorithm of the Pareto method:
1) i=1, j=2. Checking the condition (18): (R1<R2) TA (C1>C2) ТА (Tr1>Tr2) ТА (Te1=Te2). The 
condition does not hold: the considered elements are not excluded from the set Ae.
19) i=3, j=5. Checking the condition (18): (R3=R5) TA (C3>C5) ТА (Tr3>Tr5) ТА (Te3<Te5).
The condition is fulfilled: the element A3 is excluded from the set A
e.
31) i=6, j=7. Checking the condition (18): (R6<R7) TA (C6<C7) ТА (Tr6=Tr7) ТА (Te5=Te7). 
The condition is satisfied: the element A7 is excluded from the set A
e.
37) i=9, j=10. Checking the condition (18): (R9>R10) TA (C9<C10) ТА (Tr9<Tr10) ТА (Te9<Te10). 
The condition does not hold: no element is excluded from the set Ae.
From the initial set of activities D, two events (D3 and D7) are excluded as noncompetitive. 
Thus, the set of Pareto-optimal solutions Ae contains 8 elements:
                                      {Аe}={А1, А2, А4, А5, А6, А8, А9,А10}.   (22)
The resulting set can’t be further reduced by the Pareto principle. To determine the best 
measure, it is required to use other methods of multi-criteria optimization using the maximal oper-
ations and the weighting coefficients of the criteria.
5. Results
A subset of effective solutions on the set of possible solutions, defined by the ELECTRE 
method, consists of n1=2 elements {А
e}={А4, А9}. A subset of effective solutions on the set of 
possible solutions, determined by the ELECTRE method, consists of n1=8 elements {А
e}={А1, А2, 
А4, А5, А6, А8, А9, А10}. The ELECTRE method allows to more effectively narrow the initial set 
of possible measures by taking into account the coefficients of importance of optimization criteria 
and expert preferences.
6. Conclusions
The comparative analysis of multi-criteria optimization methods in the task of forming a 
subset of priority measures for the organization of the most effective EPS risk management shows 
that the ELECTRE method allows to identify a subset of the most effective measures. The number 
of elements of the received subset is regulated by the expert, due to the consideration of the coeffi-
cients of importance of optimization criteria and expert preferences.
Using the Pareto method of weak optimality to discard uncompetitive options and forming 
an effective set of activities in the tasks of the EPS risk management does not give the desired re-
sult. This is a consequence of the fact that the resulting subset of measures is in the field of effective 
trade-offs, when no element of the set of measures can be improved without worsening at least 
one of the other elements without taking into account the weight of the optimization criteria. As a 
consequence, subset of Pareto-effective solutions is not much less than the output set of possible 
measures, and, thus, does not give an outcome to the task.
It should be noted that the ELECTRE method is more cumbersome in terms of calculations 
than the Pareto method. But, despite its cumbersomeness in solving problems with a large number of 
alternatives, which is sufficiently convenient for algorithmic programming, this disadvantage is leveled.
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